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Product specifications @.

General information
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*Remarks: The equipment needed may vary depending on the installation methods. There are two methods as shown below

) . 4
. . Fan Filter Unit 5
Model Clean Air Plus ju FA230PFC ) Mounted onto glass or a thin wall
Clean Air Plus
Color White s FA230PFC
Size: (width x length x depth) 300 x 300 x 390 mm w . . .
- - X - r - Fan Filter Air Outlet Grill
Net weight 7 kg. e
Electric power 45 Watts \8 i ‘—]:
\oltage 230 Volts, 1 phase | [
Frequenc 50 Hz 1 <
Air volume 135 ft.3/minute (230 m3/h) ’ | :
Starting pressure 130 Pa
Rounds per minute 2,630 rounds/minute
On-Off Time Settings 2,4, 6 Hours
No. of Filter Layers 3 layers Glass or thin wall
Filter Type, No., and Size - Layer 1 Pre Filter (G4) 1 pc. Size: 290 x 290 x 32 mm b Drill d hol 270
Filter Type, No., and Size - Layer 2 Fine Filter (F9) 1 pc. Size: 290 x 290 x 32 mm (Drill round hole & mm.)
Filter Type, No., and Size - Layer 3 Carbon Filter 1 pc. Size: 290 x 290 x 32 mm
Remote Control Included : . ) Fan Filter Air Inlet Grill
Sound Level 66 dB(A) *Image of sample installation onto glass or a thin wall.
Machine Material Plastic
Electric Cord Length 3m 5 A
5 ACH 19 m? fizse | - Y,
4 ACH 24w’ - - (
Recommenl’c]ie‘d Peak Sizes (Calculated at a 73 ACH 30 m? Mounted onto a concrete waII
eight of 2.4 meters) Unit: millimeters
n 2 ACH 48 m? .
#i 1 ACH 96 m? Remarks: ACH varies, depending on the room size.
Fan Filter Air Outlet Grill
@ 3 Layer Filters
~ N N
1 Pre-Filter 2 Fine Filter 3 Carbon Filter
Code: PM1-2929-F5 Code: PM1-2929-F9 Code: PM1-2929-CB
\
/ Connecting tube
Image of sample installation Concrete wall
* i i
(Drill Round Hole @ 270 mm.) . . 3
onto a concrete wall. Fan Filter Air Inlet Grill
_— - J
- J
l@l ( 3-Layer Filters)
4 R
Layer 1 Filters large particles such as insect, pollen, dust, etc. \ 3-Layer Filters
Pre-Filter Extends the life of the fine filter. ( Pre-filter (G4) )
( Fine-filter (F9
Layer 2 Filters small particles such as fine dust PM 2.5, bacteria, virus, etc. > (F9) )
Fine Filter Meets the ISO 16890:2016 standard requirements. & Carbon-filter J
Layer 3
X Traps odors, pollutants, and other contaminants.
Carbon Filter
- J

[=] e [s]

A -
/) remote control
Contact us for additional questions about installation. E Electrical plug

Tel. +6638 650 519-20 www.flomaxfilters.com
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@ Recommendations for Use
Regularly inspect the device to make sure the area around air purifier especially the air inlet grill is clean. For dust buildup or insects
may reduce performance of the device.
This appliance can be used by children aged from 8 years and above and persons with reduced physical, sensory or mental
capabilities or lack of experience and knowledge if they have been given supervision or instruction concerning use of the appliance in
a safe way and understand the hazards involved.
Children shall not play with the appliance. Cleaning and user maintenance shall not be made by children without supervision.
It is recommended to install the device at the area with good ventilation and no damp, musty smell.
Fan filters should not be placed where the temperature exceeds 500C including areas surrounded with hydrocarbon vapors such as
oil, gas and alcohol, etc.
Do not place flammable materials or sprays close to the fan filter due to the risk of serious injury and fire.
Avoid placing the device in the area possibly exposed to water because this may damage the device and filters.
- J
@- Installation Instructions
Please read the detailed installation manual. Fan filter parts should be properly assembled according to methods recommended in
the manual.
e N\
& warning
Installation onto glass or a thin wall (4-10 millimeter thickness)
1 Select the area
1.1 choose the area for installation with strong glass or thin walls (4-10 millimeter thickness)
1.2 The device’s air inlet grill should face the outside air. Avoid placing the air inlet close to the wall or where there is
unpleasant odor or areas that emits hot air.
1.3 There must be a space of at least 350 millimeters above the filter cover to allow filter replacement.
2 Drill a hole on the wall
2.1 Drill a hole with a diameter of 270 millimeters on the wall or glass.
3 Prepare a power socket or wire the power supply
3.1 Select a position to install a power socket and wire the power supply.
4 Complete the installation
4.1 Install the device onto glass or a thin wall where the hole is drilled.
4.2 Plug the power supply to the device.
4.3 Test the remote control.
Installation onto a concrete wall (more than 10-millimeter thickness)
1 Select the area
1.1 choose the area for installation on concrete walls with more than 10-millimeter thickness.
1.2 The device’s air inlet grill should face the outside air. Avoid placing the air inlet close to the wall or where there is
unpleasant odor or areas that emits hot air.
1.3 There must be a space of at least 350 millimeters above the filter cover to allow filter replacement.
2 Drill a hole on the wall
2.1 Drill a hole with a diameter of 270 millimeters on the wall with thickness more than 10 millimeters.
3 Prepare a power socket or wire the power supply
3.1 Select a position to install a power socket and wire the power supply.
4 Complete the installation
4.1 Put the connecting tube for thick walls into the hole. Install the fan filter to the tube and onto the wall.
4.2 Plug the power supply to the device. Test the remote control.
*Remarks: Installation steps vary, depending on location and types of installation.
- J
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-@- Remote Control Instructions

Please read the detailed installation manual. Fan filter parts should be properly assembled as recommended in the manual.

-

Remote Control Information

(A) On/Off Button - Press briefly to turn on/off.
(B) Fan Speed Button * Press one time to increase speed to
(B) Level 1. Press two times to increase speed to Level 2.
Press three times to increase speed to Level 3.
(C) Level 1 wind speed.

(D) Level 2 wind speed.
(E) Level 3 wind speed.
(F) Turn off device after using the first speed for two hours.

! (H) (G) Set a timer to turn off after two hours.

To reset the filter replacement signal after changing a new filter, press
the On/Off Button (A) and the Fan Speed Button (B) simultaneously for
three seconds to reset the filter replacement signal.

-_—

oA
-
FILTER TIMER SPEED
ON/OFF
REPLACE 2H 4H 6H 1 2 3
Light Signal Receiver

38 Press the speed button to select:

NoiTun151geuETunAauInga

1 Turn on the main power switch. The On/Off status light will be white. The starting speed is Level 1.
2 Press the On/Off button on the remote control. If the device is ready for use, the status light will be red.

Level 1 speed (1,150 rounds per minute)
Level 2 speed (1,780 rounds per minute)
Level 3 speed (2,400 rounds per minute)

4 Press the timer button: 2H--4H--6H.
5  The filter life is 1,600 hours when the fan functions at high speed. The time coefficient is 0.4 * End of filter

useful life after the filter indicator begins to show at a frequency of 0.3 seconds. When the LCD is red and
blinks at 0.5 Hertz for three times, this indicates that the filter needs to be reset.

6 If the filter cover is open, the device motor will not function. (As long as there is one safety center on, you

can start the device).
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-@- Installation Instructions

1 The main power must be cut off before cleaning or maintenance.

2 Turn off the fan filter and unplug before opening the cover. Open the cover (D) and remove the old filter. Install the new filter in the fan

filter device. Place the pre-filter (A), fine filter (B) and carbon filter (C) respectively. Be sure to match the numbers on the device.

3 Be sure to follow the filter change schedule to prevent dust from entering the device.
*It is recommended that filter changes should be performed as advised below. *Remarks: A filter change delay may result in large

4 amounts of dust to accumulate in the filter area. This may cause an unsatisfactory odor in the usage area, reducing of air ventilation
and increase electricity consumption by 5-10%.

( Carbon Filter (C) )

Filters odors, pollutants &
other contaminants in the air./

)

e
_®

( Cover @) ) /“ Pre-Filter (A)
_,/,/ Filters large particulate matter,
§ e.g. insects, pollen.
(" Fine Filter (B)

N

Filters particulate matter,
\e.g. PM 2.5, bacteria, viruses, etc.

\'\

)

Instructions for replacing the filter

Filter Change Schedule A
Filter *Time to change.
1. Pre-filter 3-6 months
2. Fine Filter 3-6 months
\_ 3. Carbon Filter 3-6 months )

* Filter replacement time It depends on the location, installation site and environment.
@- Care and Maintenance
Cleaning

& The main power to the device must be cut off before cleaning or maintenance. Turn the fan filter off and unplug to ensure
the device is no longer operating.

DO NOT use oil, paint thinner, abrasive powder or bleach to clean the device.
f} WARNING DO NOT use water at a temperature > 500C to clean the device. This may damage the device’s parts.

DO NOT turn on the device without the filters inside. This may cause a device malfunction and accumulation
of dust can cause blockage inside the device.

1 Fan Filter Cleaning Steps
1.1 Use only dry cloth to clean the device.
2 Air Intake-Outlet Cleaning
2.1 Use a vacuum to clean the device thoroughly.
2.1 Use a damp cloth to wipe dust from the air outlet. Use a dry cloth to completely dry the area.
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@ Safety Precautions

Please read the following safety precautions before using the fan filter. The following recommendations must be followed to prevent
injury to users or others and to prevent property damage. Please read the safety precautions carefully to ensure the correct use and
safety of the device.

Description of Symbols
Incorrect use due to failure to read the instructions may result in dangerous situations or property damages.

& WARNING This symbol shows the possibility of severe injury.

WARNING This symbol shows the possibility of hazardous electric
shock.

(= 2\
& Afion
It is recommended that an expert technician should perform the installation in strict compliance with the manual.
For safety, it is recommended that an expert technician should perform the electrical wiring inside the device or electrical circuit
setup.
The main power must be cut off before the installation and wiring of the control panel to prevent electrical injury. |‘\
Use a dedicated circuit, separated from other devices, for the fan filter.
Electric overload might result in a short circuit.
If an abnormal situation arises (such as burning smell, unusually loud noise, etc.), turn off the device and ﬁ V\g//
disconnect the power immediately. Contact your dealer or an expert technician to assess the situation.
DO NOT put fingers or other materials into the air entry / exit when the device is operating. The high-speed rotation of the blades
\_ can cause serious injury. Y,

@ Clean Air Plus General Features

Remove dust and clean the air before entering the clean area. The outside air goes through a 3-layer filter

(pre-filter, fine filter, and carbon filter) before entering the room.

This results in clean air, free of PM 2.5 particles, with more oxygen and less carbon dioxide inside the building.The continuous
ventilation ensures fresh circulating air to replace the existing air in the room.

*We reserve the right to make changes in the details without advance notice.
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